
Mid-Coast Council
PO Box 482
Taree NSW 2430
Hawks Nest Sewage Treatment Plant Abbreviations-
Mungo Brush Rd TSS: Total Suspended Solids
Hawks Nest NSW 2324 BOD: Biochemical Oxygen Demand
Environmental Protection licence number: 5909
Licence anniversary date 30th  June

Monitoring frequency:
Nitrogen ammonia, Nitrate, Nitrogen Total, Total Phosphorus, BOD, Faecal Coliforms, TSS, Oil and Grease- Monthly monightoring.

4/07/2023 18/07/2023 7.2 2 2 <1 0.52 4.47 0.24 <3 yes
1/08/2023 9/08/2023 7.1 2 2 <1 0.79 7.97 0.45 <3 yes
5/09/2023 4/10/2023 7.1 2 3 <1 0.61 6.89 0.33 <3 yes
4/10/2023 24/10/2023 7.2 2 2 <1 0.01 0.71 0.098 <3 yes
7/11/2023 23/11/2023 7.1 2 2 <1 0.33 3.51 0.19 <3 yes
5/12/2023 15/12/2023 7.3 2 2 1 0.23 3.67 0.61 <3 yes
9/01/2024 24/01/2024 6.9 4 2 <1 0.8 8.29 0.54 <3 yes
6/02/2024 20/02/2024 7.5 3 2 4 0.16 5.03 0.62 <3 yes
5/03/2024 25/03/2024 7.4 3 2 <1 0.42 5.47 0.35 <3 yes
9/04/2024 22/04/2024 7 <2 <2 40 0.92 6.09 0.84 <3 yes
7/05/2024 16/05/2024 6.7 0 2 12 1.09 4.34 0.88 <10 yes
4/06/2024 18/06/2024 7 <2 <2 27 0.48 5.68 0.42 <10 yes

90%ile 6.5-8.5 15 10 150 2 10 1 5
100%ile 30 20

minimum 6.7 0 2 1 0.01 0.71 0.098 <5
average 7.12 2.20 2.10 16.80 0.53 5.18 0.46 <5
maximum 7.5 4 3 40 1.09 8.29 0.88 <5
90 percentile 7.3 3.1 2.1 34.8 0.9 7.9 0.8

Monitoring frequency: daily
Discharge limit: 10000kL a day

No of 
readings

Min 
kL/day

Average 
(kL/day)

Max 
(kL/day)

Compliance 

Jul-23 31 903 1059 1348 yes

Aug-23 31 115 970 1289 yes

Sep-23 30 834 997 1329 yes

Oct-23 31 887 1044 1484 yes

Nov-23 30 897 1116 1504 yes

Dec-23 31 905 1203 1739 yes

Jan-24 31 951 1346 1597 yes

Feb-24 28 635 981 1167 yes

Mar-24 31 90 732 1441 yes

Apr-24 30 466 1273 4486 yes

May-24 31 980 1735 5356 yes

Jun-24 30 844 1379 3112 yes

EPA Monitoring Point 1, 
Effluent Quality Monitoring

Compliance

Monthly Volume Monitoring Summary

Annual summary

Non-compliance comments:

Nitrogen 
Total (mg/L)

 Effluent Quality Monitoring Results
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